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(m) Each crane is inspected and test-
ed in accordance with § 107.258. 

MISCELLANEOUS 

(n) Each watertight door is operative. 
(o) Each valve with a remote control 

is operative. 
(p) Each means of escape on the unit 

is safe for the intended service. 
(q) There is not an accumulation of 

oil which might create a fire hazard on 
tank tops, decks, in drip pans, machin-
ery spaces, and pumproom bilges. 

(r) Each accommodation space is san-
itary. 

(s) The unit meet the drydocking re-
quirement in § 107.261 or the special ex-
amination in § 107.265. 

(t) The unit meets the equipment and 
data information requirements on its 
certificate of inspection. 

(u) Each record in Subpart D of Part 
109 is maintained as prescribed. 

(v) Tests and inspections of the life-
saving equipment shall be carried out 
during the initial inspection for certifi-
cation, and whenever any new item of 
lifesaving equipment is installed on the 
unit. The tests and inspections shall 
determine that the installation of each 
item of lifesaving equipment is con-
sistent with each condition of its ap-
proval, as listed on its Coast Guard 
Certificate of Approval. The tests and 
inspections shall also demonstrate, as 
applicable,— 

(1) The proper condition and oper-
ation of the survival craft and rescue 
boat launching appliances at loads 
ranging from light load to 10 percent 
overload; 

(2) The proper condition and oper-
ation of lifeboats and rescue boats, in-
cluding engines and release mecha-
nisms; 

(3) The proper condition of flotation 
equipment such as lifebuoys, life-
jackets, immersion suits, work vests, 
and associated equipment; 

(4) The proper condition of distress 
signaling equipment, including 

EPIRB’s, SART’s, and pyrotechnic sig-
naling devices; 

(5) The proper condition of line- 
throwing appliances; 

(6) The proper condition and oper-
ation of embarkation and debarkation 
appliances, including embarkation-de-
barkation ladders, and alternate means 
of escape; 

(7) The ability of the crew to effec-
tively carry out abandonment and fire-
fighting procedures; and 

(8) The ability to meet the egress and 
survival craft launching requirements 
of this part. 

INSTALLATION TESTS 

(w) Piping for each halocarbon and 
inert gas extinguishing system must be 
tested in accordance with 46 CFR 95.16– 
60. 

(x) Piping for each carbon dioxide ex-
tinguishing system meets the installa-
tion test in § 108.449 of this chapter. 

(y) Each sliding watertight door 
meets the installation tests in § 163.001– 
6(b) of this chapter. 

OTHER TESTS AND INSPECTIONS 

(z) The unit and its equipment meet 
any other test or inspection deemed 
necessary by the inspector to deter-
mine if they are suitable for the service 
in which they are to be employed. 

[CGD 73–251, 43 FR 56802, Dec. 4, 1978, as 
amended by CGD 79–023, 48 FR 51008, Nov. 4, 
1983; CGD 82–075a, 49 FR 4485, Feb. 7, 1984; 
CGD 84–069, 61 FR 25290, May 20, 1996; 63 FR 
52814, Oct. 1, 1998; USCG–2006–24797, 77 FR 
33881, Jun. 7, 2012] 

§ 107.235 Servicing of hand portable 
fire extinguishers, semi-portable 
fire extinguishers and fixed fire ex-
tinguishing systems. 

(a) Each hand portable fire extin-
guisher and each semi-portable fire ex-
tinguisher on board the unit must be 
serviced as set out in Table 107.235 and 
examined for excessive corrosion and 
general condition. 

TABLE 107.235 

Type extinguisher Test and servicing required 

Soda Acid .................................................. Discharge, clean hose and inside of extinguisher thoroughly. Recharge. 
Foam .......................................................... Discharge, clean hose and inside of extinguisher thoroughly. Recharge. 
Pump Tank (water or antifreeze) .............. Discharge, clean hose and inside of extinguisher thoroughly. Recharge with clean 

water or antifreeze. 
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TABLE 107.235—Continued 

Type extinguisher Test and servicing required 

Cartridge operated (water, antifreeze or 
loaded stream).

Examine pressure cartridge and replace if end is punctured or if cartridge is other-
wise determined to have leaked or to be in unsuitable condition. Remove liquid, 
clean hose and inside of extinguisher thoroughly. Recharge with clean water, so-
lution, or antifreeze. Insert charged cartridge. 

Carbon Dioxide .......................................... Weigh cylinders. Recharge if weight loss exceeds 10 percent. Inspect hose and 
nozzle to be sure they are clear. 

Dry chemical (cartridge-operated type) ..... Examine pressure cartridge and replace if end is punctured or if cartridge is other-
wise determined to have leaked or to be in unsuitable condition. Inspect hose and 
nozzle to see if they are clear. Insert charged cartridge. Be sure dry chemical is 
free-flowing (not caked) and chamber contains full charge. 

Dry chemical (stored pressure type) ......... See that pressure gage is in operating range. If not, or if seal is broken, weigh or 
otherwise determine that full charge of dry chemical is in extinguisher. Recharge if 
pressure is low or if dry chemical is needed. 

(b) Each fixed fire extinguishing sys-
tem must be examined for excessive 
corrosion and general condition and 
checked and serviced as indicated, de-
pending on the extinguishing agent 
used by the system. 

(1) Carbon dioxide: Weigh cylinders. 
Recharge cylinder if weight loss ex-
ceeds 10 percent of the weight of the 
charge. Test time delays, alarms, and 
ventilation shutdowns with carbon di-
oxide, nitrogen, or other nonflammable 
gas as stated in the system manufac-
turer’s instruction manual. Inspect 
hoses for damage or decay. Ensure that 
nozzles are unobstructed. Cylinders 
must be tested and marked, and all 
flexible connections on fixed carbon di-
oxide systems must be tested or re-
newed, as required by 46 CFR 147.60 and 
147.65. 

(2) Halon 1301 or Halocarbon: Recharge 
or replace if weight loss exceeds 5 per-
cent of the weight of the charge or, if 
cylinder has a pressure gauge, recharge 
cylinder if pressure loss exceeds 10 per-
cent, adjusted for temperature. Test 
time delays, alarms, and ventilation 
shutdowns with carbon dioxide, nitro-
gen, or other nonflammable gas as 
stated in the system manufacturer’s 
instruction manual. Inspect hoses for 
damage or decay. Ensure that nozzles 
are unobstructed. Cylinders must be 
tested and marked, and all flexible 
Halon 1301 and halocarbon connections 
must be tested or renewed as required 
by 46 CFR 147.60 and 147.65 or 147.67. 
Note that Halon 1301 system approvals 
have expired, but that existing systems 
may be retained if they are in good and 
serviceable condition to the satisfac-
tion of the Coast Guard inspector. 

(3) Inert gas: Recharge or replace cyl-
inder if cylinder pressure loss exceeds 5 
percent of specified gauge pressure, ad-
justed for temperature. Test time 
delays, alarms, and ventilation shut-
downs with carbon dioxide, nitrogen, or 
other nonflammable gas as stated in 
the system manufacturer’s instruction 
manual. Inspect hoses for damage or 
decay. Ensure that nozzles are unob-
structed. Cylinders must be tested and 
marked, and all flexible connections 
must be tested or renewed as required 
by 46 CFR 147.60 and 147.66. 

(4) Foam, except premix systems: Dis-
charge foam for approximately 15 sec-
onds from a nozzle designated by the 
marine inspector. Discharge water 
from all other lines and nozzles. Sub-
mit a sample of the foam liquid to the 
manufacturer or its authorized rep-
resentative for determination of spe-
cific gravity, pH, percentage of water 
dilution, and solid content and for cer-
tification as a suitable firefighting 
foam. 

(5) Premix aqueous film forming foam: 
Remove the pressure cartridge and re-
place the cartridge if the seal is punc-
tured, sampling the premix solution in 
accordance with the manufacturer’s in-
structions, and replacing any cylinders 
that are discharged. 

[CGD 73–251, 43 FR 56802, Dec. 4, 1978, as 
amended by CGD 84–044, 53 FR 7749, Mar. 10, 
1988; USCG–2006–24797, 77 FR 33881, Jun. 7, 
2012] 

§ 107.251 Testing of the fire main. 
Each fire main system must be 

opened and the pressure checked at— 
(a) The most remote outlet; and 
(b) The highest outlet. 
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